Appendix STP-C
Inarajan STP

Picture 1: Aeratorin Cell No. 1.
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Picture 2: Inlet into Cell No.1.
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Picture 3: Cell No. 2 out of service.
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Picture 4: Cell No. 3 covered in duckweed.
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Picture 5: Cell No. 4 covered in duckweed.
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Picture 6: Flow measurement structure with V-notch weir (right) and
chemical dosing tanks (left).
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Picture 7: V-notch weir for flow measurement. Device was not being
used during the inspection.

VP0989 7 0of 8 Guam Waterworks Authority
Island of Guam



Appendix STP-C
Inarajan STP

Picture 8: Overview of percolation distribution lines and percolation
fields. No flow was being applied during the inspection.
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